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Abstract. Ground heat exchanger is an exciting technique to reduce energy 
consumption in building especially in hot climate countries. Implementation 
of GHE for commercial unit in Malaysia is almost none in record. Thus, 
performance study of the GHE in Malaysia is crucial to be conducted either 
experimentally or numerically. Therefore, this paper presents the 
performance of GHE in term of effectiveness, outlet temperature and rate of 
heat transfer based on mathematical model. The model is developed based 
on cross flow heat exchanger with one fluid unmixed. There are two variable 
parameter used in the analysis which is effectiveness and flowrate of the air 
for 25 meter length of a PVC pipe. Three effectiveness values which is 0.8, 
0.9 and 0.99 have been analysed in this study. Meanwhile, flowrate of air is 
ranging from 0.02 to 0.2 kg/s. Results show that flowrate at 0.02 kg/s gives 
great temperature reduction in the pipe compared with higher flowrate. 
However, flowrate of 0.2 kg/s produces higher cooling potential. 
Characteristic of the GHE for the rate of heat transfer with 80, 90 and 99 
percent effectiveness also have been developed and it has been found that 
effectiveness of 0.9 provide good combination between flowrate and the rate 
of heat transfer for 25 meter length of the pipe  
1 Introduction  
Ground or soil contains natural source of energy which can be used at any time especially for 
cooling and heating. At certain depth below the surface, its temperature is higher than the 
ambient air temperature in winter and lower in summer [1]. In addition, the temperature 
remains almost constant throughout the year. In the most geographical location, the constant 
ground temperature is equal to the annual mean ambient temperature [2]. Thus, the 
temperature condition makes the ground itself having significant potential for cooling and 
heating for all year long. The cooling and heating potential under the ground can be extracted 
by means of ground heat exchanger (GHE). Application of ground heat exchanger (GHE) is 
a method to utilize ground temperature either for cooling and heating consequently reduce 
energy used for space thermal comfort. The GHE has been applied to building thermal 
comfort [3-5] and agricultural greenhouse [6-9]. 
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The GHE is a simple heat exchanger which requires a pipe or several pipes buried under 
the ground. There is no complex equipment needed besides circulating air blower to circulate 
air throughout the GHE pipe. Performance of the GHE system is a main issue in evaluating 
GHE’s capability and it is subjected to geographical factor and local ground temperature [10]. 
Derbel and Kanoun [11] reported that the ground temperature will reduce as the depth of the 
ground increase in the summer. Temperature amplitude throughout the year gets attenuated 
and constant at the same magnitude of annual mean ambient temperature when the depth of 
the ground increased [1, 12].  
The implementation of GHE has been conducted in few countries worldwide such as in 
India, Germany, Switzerland, Greece and Kuwait. Both experimental and numerical studies 
have been done for the specific geographical location and climate condition. The early study 
of a comprehensive numerical model analysis was conducted by Tzaferis et al., which 
consisting of 6 models of one dimensional (1D) and two models of two-dimensional (2D) 
algorithms [13]. The design study of GHE has been conducted by [4] based on 1D analytical 
method. The study focused on influence of design parameters of the heat exchanger on the 
thermo-hydraulic performance which considering the effectiveness of the heat exchanger 
based on NTU. 
Al-Ajmi et al., [2] was modelled the GHE as a cross flow heat exchanger with one fluid 
unmixed and another fluid mixed. The effectiveness of the heat exchanger based on NTU has 
been used and the model has been encoded within TRNSYS. Lee and Strand [14] have 
developed a heat transfer module based on 1D model and introduced it into EnergyPlus 
program. Validation has been conducted against previous studies [2, 15]. Ascione et al. [12], 
have analyzed performance of GHE based on heat transferring process between air inside the 
tube and the soil. The analysis conducted based on dynamic building energy simulation codes 
in order to obtain energy requirement for different Italian climate. They have summarized 
that the GHE is economically acceptable with simple payback of five to nine years. Derbel 
et al. [16] have conducted theoretical and experimental study of the GHE. A mathematical 
model for theoretical study has been developed based on circular cross flow heat exchanger 
with one fluid unmixed. In the study, they have inspired input parameter from Al-Ajmi et al. 
[2]. 
In Malaysia, Alam et al. [17] conducted a study on energy efficient using geo cooling 
system. Ground temperature has been implemented based on China climate Cui et al. [18] 
with lowest temperature of 19.7°C at 10 m depth. Meanwhile, Sanusi et al. [19] summarized 
that depth of 1 m could give best performance of the GHE for Malaysia climate. Temperature 
variation obtained were only based on two seasons; wet and dry seasons. Towards of GHE 
implementation in wide application at different geographical region, therefore this paper 
discusses theoretical design and thermal characteristic of the GHE based on Malaysia climate 
condition.  
2 Methodology  
The GHE was modelled as an unmixed cross-flow heat exchanger. Thermal interaction from 
the air inside the pipe to the ground surrounding in cylindrical form occurred by means of 
convection and conduction. These two modes of heat transfer have been implemented in 
developing the mathematical model of the GHE as discussed by [3, 4, 8, 10]. The convection 
heat transfer will take place first from the air to the inner surface of the pipe. Then, it will 
followed by conduction heat transfer from the inner surface of the pipe to the ground 
surrounding. Figure 1 shows the model of GHE as an unmixed cross-flow heat exchanger 
and mode of heat transfer in the pipe to the ground surrounding. Air with inlet temperature 
of Tair entering the pipe and leave the pipe at Tout. At any distance ‘y’ along the pipe, the air 
temperature is Ta(y) and ∆T is the temperature different between air inside the pipe (Ta(y)) and 
constant ground temperature of Tx,y.  
Therefore, the rate of heat transfer received by the ground in the differential section of dy 
for arbitrary length is expressed by Eq. (1); 
 ( )[ ]dyTTDUQd tzya ,−= pi&  (1) 
On the other side of heat transfer in which the rate of heat been transferred by the air inside 
the pipe in the differential section of dy is shown by Eq. (2):  
 ( )[ ]yapair dTcmQd && −=  (2) 
Solve Eq.(1) and Eq.(2) yields the outlet temperature at the end of the pipe yields Eq.(3). 
 ( ) pair cmUAtzairtzout eTTTT &−−+= ,,  (3) 
 
 
(a)                                                                       (b) 
Fig. 1. (a) Schematic of unmixed cross-flow heat exchanger in GHE pipe, and (b) Section A 
– A of the GHE pipe for thermal model.  
Eq.(3) can be rewritten as Eq.(4), which is; 
 
paircmUA
airtz
airout e
TT
TT &
−
−=
−
− 1
,
 
(4) 
Eq. (4) is describing effectiveness of the ground heat exchanger which future can be written 
as; 
 
pair cmUAe
&
−
−= 1ε  (5) 
And Eq.(5) can be simplified as shown by Eq.(6). 
 
NTUe−−= 1ε  (6) 
Theoretical design of the GHE can be referred to equation 6 for the certain effectiveness. 
There are three effectiveness will be investigated which is 0.8, 0.9 and 0.99. Therefore 
suitable length of the GHE for the three effectiveness are obtained based on eq. (7) to eq.(9). 
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Constant used in Eq.(7) and Eq.(9) were based on [4] and [10]. Meanwhile, constant 2.5 in 
Eq.(8) used by the author for effectiveness 0.9 in the present work. 
The analysis was conducted with flowrate of 0.02 to 0.2 kg/s, air inlet temperature (Tair) 
of 35°C and 100 mm size of PVC pipe class D according to MS 628 Standard. Ground 
temperature is taken at minimum temperature of the depth of 2 metre below the ground 
surface [20-22]. Table 1 tabulates characteristic and condition of the pipe used in the study.  
Table 1. Parameter of GHE pipe and its surrounding. 
Parameters Value 
GHE of PVC pipe 
Standard outside diameter 
 
Wall thickness 
 
Length 
Thermal conductivity 
 
Min: 114.1 mm 
Max: 114.5 mm 
Min: 6.0 mm 
Max: 6.9 mm 
25 m 
0.18 W/m·K 
Thermal conductivity of soil 0.655 W/m·K 
Mass flowrate 0.02 – 0.2 kg/s 
Air inlet temperature 35 °C 
Ground temperature (taken as 
minimum temperature at 2 m 
depth) 
24.54 °C 
3 Results and Discussions 
3.1 Effectiveness and NTU 
Effectiveness is a measure of heat exchanger performance and it has been defined as a 
function of number of transfer unit (NTU). Figure 2 shows effectiveness (ε) versus NTU for 
inlet temperature (Tair) = 35ºC, mass flowrate (ṁ) of 0.02, 0.11 and 0.2 kg/s and outside 
diameter (OD) = 100 mm. Pattern of the graph is similar as in other heat transfer reference 
books under heat exchanger’s chapter. This graph also shows close agreement with Paepe 
and Janssens [4]. There is no different in term of graph patent for ε – NTU with different 
flowrate and pipe size as shown by the figure. 
The effectiveness also can be shown as a function of pipe length (L) as depicted by Figure 
3. The effectiveness increase rapidly within the first 2/3 of the pipe length and there is small 
increment in effectiveness in the final 1/3 of the pipe. The pattern of the graph will differ for 
each different flowrate in which the effectiveness line will move to the left hand side for the 
flowrate less than 0.11 kg/s and wise versa as shown by Figure 3. For the flowrate of 0.02 – 
0.2 kg/s, the length the required length of the pipe is ranging from 3.2 to 17.2 metre to obtain 
effectiveness of 0.9. 
 
 
Fig. 2. ε as a function of NTU for ṁ = 0.02, 0.11 and 0.2 kg/s. 
 
 
Fig. 3. ε as a function of L for different flowrate.  
3.2 Tout as an Effect of Mass Flowrate 
There are seven different flowrate of air used in this study which ranging from 0.02 kg/s to 
0.2 kg/s. The flowrate give significant effect to the air temperature reduction in the GHE. 
Temperature reduction occurred rapidly in short length of pipe at low flowrate of air which 
is for 0.02 kg/s compared with the other flowrate as shown in Figure 4. Therefore, air 
temperature inside the GHE pipe with ṁ = 0.02 kg/s gets constant earlier than the other 
flowrate. In this analysis, it has been found that the increasing of flowrate of the air in the 
GHE pipe will increasing the length of the GHE pipe to get design temperature of air inside 
the GHE pipe. Besides that, the outlet temperatures of air at certain effectiveness are directly 
related to the length of pipe as shown in Figure 3. 
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 Fig. 4. Tout as a function of L for different flowrate.  
3.3 Q as an Effect of Mass Flowrate at Different ε 
The rate of heat transfer (Q) has been plotted as a function of length with different flowrate. 
The rate of heat transfer will increase as a function of length and mass flowrate. Design line 
of the GHE at ε=0.8, ε=0.9 and ε=0.99 have been plotted together with the Q become the 
significant characteristic of the GHE as shown by Figure 5. Therefore, design boarder can be 
determined for each effectiveness line.  
The effectiveness of the GHE will increase by increasing the rate of heat transfer which 
is to the right hand side of the line ε = 0.9. Reduction of effectiveness than 0.9 to the left hand 
side means the rate of heat transfer will decrease. However, requirement of cooling should 
be obtained before using the figure as reference in designing GHE 
 
 
Fig. 5. Design characteristic of GHE with specific effectiveness.  
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4 Conclusion 
Performance characteristic of the GHE based on theoretical study has been developed with 
different flowrate at air inlet temperature of 35°C, pipe size of 100 mm and 25 m length. Plot 
of effectiveness and NTU as a function of pipe length have been established. For design 
effectiveness of GHE at 0.9, the appropriate length of pipe is ranging from 3.2 – 17.2 meter 
with the flowrate is ranging from 0.02 to 0.2 kg/s. Outlet temperatures of air also have direct 
relationship to the effectiveness of the GHE for the range of the study. Design chart of the 
rate of heat transfer also have been developed for the flowrate of 0.02 to 0.2 kg/s with 
effectiveness line of 0.8, 0.9 and 0.99. The appropriate length can be obtained for required 
rate of heat transfer and it can be used as reference chart in designing GHE. 
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4 Conclusion 
Performance characteristic of the GHE based on theoretical study has been developed with 
different flowrate at air inlet temperature of 35°C, pipe size of 100 mm and 25 m length. Plot 
of effectiveness and NTU as a function of pipe length have been established. For design 
effectiveness of GHE at 0.9, the appropriate length of pipe is ranging from 3.2 – 17.2 meter 
with the flowrate is ranging from 0.02 to 0.2 kg/s. Outlet temperatures of air also have direct 
relationship to the effectiveness of the GHE for the range of the study. Design chart of the 
rate of heat transfer also have been developed for the flowrate of 0.02 to 0.2 kg/s with 
effectiveness line of 0.8, 0.9 and 0.99. The appropriate length can be obtained for required 
rate of heat transfer and it can be used as reference chart in designing GHE. 
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